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Abstract
Insulators perform a vital role in a high voltage transmission system as they
are expected to withstand normal operating voltages as well as external
overvoltages such as those caused by lightning strikes.
These arcing horns are primarily fitted to protect the insulator against arc
damage in the event of a flashover occurring. In addition to this, they
perform a role in the insulation level of the sub-transmission system by pro-
viding coordinated protection from backflashover events that are caused by
direct strikes to transmission towers.
Currently, the eThekwini Municipality maintains the need of placing arc-
ing horns on their 132kV insulators within a certain span length of a nearby
substation. The arcing horns are subject to rotational shifts in the event
of adverse weather conditions and this leads to unscheduled maintenance
and replacement of the insulator arcing horn arrangement. This upkeep is
both costly and time consuming and is a process which may not be neces-
sary. The rotational shift leads to a longer flashover distance and higher
breakdown strength and implies that the system will be better protected
against flashover and backflashover. However the integrity of the insulation
co-ordination of the system is compromised in the process.
This work investigates the effect of the rotation of the arcing horns on both
the protection of the insulator as well as the sub-transmission system by
means of an insulation co-ordination study implemented in ATP/EMTP.
The study was used to determine the probability of a lightning strike caus-
ing backflashover.
The model in ATP/EMTP was dependent on a leader progression model
and an experiment, conducted on 22kV and 88kV insulators, to validate the
breakdown mechanism was undertaken. It was noted that different break-
down mechanisms exist for varying spark gap distances which could influence
the trend of the results; a correlation between the model and the experiment
was derived.
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The rotation of arcing horns on the insulators do not require immediate
maintenance or replacement of the unit. The leader progression model
yielded results in conjunction with the experiment which indicate the lowest
possible breakdown voltages for each rotated arrangement. While allowing
the arcing horns to rotate result in greater system protection by increas-
ing the basic insulation level of the sub-transmission system and thereby
decreases the occurrence of backflashover and the associated earth fault.
The degree through which they rotate should be monitored as they could
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Power systems are exposed to regular overvoltages including temporary over-
voltages, related to power frequency or system harmonics, and transient
overvoltages that can be generated internally as a result of connecting or
disconnecting the system; or externally, due to atmospheric phenomena such
as lightning [1]. While the effects of an internal overvoltage are proportional
to the operating voltage of the system; the magnitude of an external over-
voltage is independent of the system voltage.
This study deals with a 132kV sub-transmission system. This system should
be primarily designed to withstand lightning overvoltages [1]. The distribu-
tion system of Durban (eThekweni) Municipality is to be studied and this
distribution scheme specifically makes use of polymeric insulators fitted with
arcing horns on the live side of the insulator or on either side within close
proximity of their substations. As far as the author is aware, this practice
is not used elsewhere in this configuration.
Arcing horns are projecting conductors used to protect insulators from
flashover damage to the insulator and end fittings by providing a suitable
path for discharge between them; they are mechanically attached to the end
fittings of insulators and have varying shapes and orientations. These arcing
horns could, additionally, be seen as part of insulation co-ordination as they
can be configured to protect the substation from high lightning currents by
setting the distance between the arcing horns to flashover at a certain criti-
cal flashover (CFO) voltage.
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Adverse weather conditions such as those experienced in a strong storm can
cause these arcing horns to shift away from their original position. This
shift can be problematic as it can alter the CFO voltage of the transmission
system and cause the arcing horn spark gap to maloperate.
Maintenance and inspection of these insulators and arcing horns is an im-
portant aspect in the lifespan of any electrical network. Presently, it has
not been decided as to how severely shifted the arcing horns need to be to
warrant maintenance. This practise is both time-consuming and costly as it
may require the line to be de-energised.
It is therefore necessary to investigate aspects relating to the breakdown
of the arcing horn spark gap after it has undergone a rotational shift. It is
also necessary to undertake an insulation co-ordination study as the protec-
tion of the system can also be influenced by the movement of these arcing
horns in conjunction with other aspects such as earth resistance.
1.1 Research questions
The research questions to be answered include:
• How will the the breakdown voltage of the sparkgap change due to a
rotational shift of one arcing horn relative to the other and further-
more, at which point in the rotation is the CFO voltage of the spark
gap large enough to require maintenance to prevent disruption to the
insulation co-ordination?
• Is the practice of having two arcing horns fitted on an insulator within
1.5 km of a substation not necessary when used in conjunction with
nearby surge arresters?
• How will the breakdown mechanism be affected when the arcing horns
are rotated through an angle relative to one another?
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1.2 Hypotheses
The hypotheses for this dissertation are as follows:
• A shift in the arcing horn arrangement does not require immediate
maintenance. The breakdown voltage will increase as the spacing be-
tween the arcing horns increases. If the CFO voltage of the gap poses a
threat to insulation co-ordination then that gap distance and rotation
must be noted as being large enough to require maintenance.
• Surge arresters form part of the system’s insulation co-ordination.
Having arcing horns fitted on both ends of the insulator may help
in the protection of the insulator surface in the event of flashover and
therefore should be able to be used in conjunction with a surge ar-
rester.
• The breakdown mechanism between the arcing horns may change as
the rotation increases. Flashover to the end fitting of the insulator
may take place at higher degrees of rotation.
1.3 Importance of research
This research endeavours to quantify the non-replacement of the insulator-
arcing horn unit should a shift occur and attempts to propose the positive
aspects which may be provided to a system in this case.
1.4 Scope and dissertation layout
The scope of this dissertation includes the modelling of all aspects of the
insulation co-ordination study including components such as the metal oxide
surge arrester, the transformer, transmission lines and the surge impedance
model of each transmission tower.
The insulation co-ordination model utilises an earth resistance to conduct a
sensitivity study to estimate the voltages across the spark gap created by the
rotation of arcing horns under extreme weather conditions when a lightning
impulse is imposed on a transmission tower structure. The purpose of the
study is to best estimate the probability relating the lightning amplitude of
3
the strike to the degree of rotation of the arcing horn and that of the earth
resistance.
A laboratory experiment was conducted to attempt to confirm the break-
down mechanism of the spark gap in the case of each point of rotation. The
experiment was conducted for both polarities of impulse and the results were
related back to theoretical values.
Chapter 2 takes a closer look at insulators and insulation co-ordination and
the related aspects surrounding them.
The laboratory work conducted on the 22kV and 88kV insulators is intro-
duced in Chapter 3. A comparison between theoretical and practical results
is illustrated.
Chapter 4 deals with the insulation co-ordination, the sensitivity study and
the modelling of the sub-transmission system in ATP-EMTP.
The conclusions and findings of the research are presented in Chapter 5






Insulators are used to prevent currents from high voltage sources from reach-
ing earth. In the case of an overhead line, the insulation consists of non
conductive material to mechanically and electrically separate the live con-
ductor from the tower by means of an air gap.
Insulators are not perfect in nature as they are unable to protect against all
instances of overvoltages. This is due to their design being limited by eco-
nomic viability. Insulation co-ordination is therefore required. This process,
or technique, is used to provide controlled risk to equipment.
Figure 2.1 illustrates clearly the type of insulation set up that will be dealt
with. In the Figure the high voltage line entering from the left hand side is
separated from the tower, or earth, on the right by a polymeric insulator.
The insulator is fitted with an arcing horn arrangement. The importance of
these arcing horn structures will be discussed in Section 2.4
This chapter introduces aspects of the insulation including line insulators
and breakdown in air as well as the insulation co-ordination that will be
assessed in the study.
5
Figure 2.1: Arcing horn arrangement on a 132kV transmission line near
substation
2.1 Insulators
Insulators consist of an insulating body, made of either porcelain, tough-
ened glass or a fibre-reinforced plastic. Insulators can be classified into two
broad categories namely ceramic and non-ceramic. Ceramic insulators are
characterised by glass and porcelain while polymer insulators are classified
as non-ceramic [1]. More specifically insulators may be classified by the ma-





Since eThekwini Municipality uses polymer insulators on their transmission




In order to successfully classify insulators parameters to their relative per-
formance some general parameters have been devised [6].
• Section Length. The section length refers to the shortest distance
between the fixed connection points of the live and earth metal joints.
The section length can be observed in Figure 2.2.
• Dry arc distance. This is the shortest distance in the air external
to the insulator itself that will maintain the operating voltage. In the
case of an insulator equipped with arcing horns as seen in Figure 2.2;
the arcing horns will govern the dry arc distance; this is important
when considering rotation.
• Strike distance. The shortest distance from the high voltage side of
the insulator to the ground side. Depending on insulator contamina-
tion this distance may correspond to the dry arc distance.
• Creepage distance (CD) or leakage path. The leakage distance
is the shortest path across the insulator surface that could become
conductive in case of pollution contamination. There is a directly pro-
portional relationship between insulation strength and creepage dis-
tance. Pollution or contamination of the insulator string falls outside
the scope of this dissertation and will not be discussed.
• Specific Creepage Distance(SCD) The specific creepage distance
is defined as the total creepage path length divided by the phase-to-
phase voltage of the maximum voltage which is experienced by the





• Unified Specific Creepage Distance (USCD) The unified specific






3× SCD mm/kV (2.2)
7
Figure 2.2: 88kV insulator test setup illustrating insulator characteristics
2.2 Breakdown
Breakdown which takes place across an insulator occurs in the presence of
a sufficiently high electric field which is brought about by an overvoltage.
The process can be described succinctly by splitting up the factors leading
to eventual breakdown namely; the (i) the avalanche, (ii) the streamer and
(iii) the leader formation.
2.2.1 Electron avalanche
Consider an electrode system where a high voltage, V measured in kV is






As the voltage, V1 is applied the free electrons, which may be produced near
the positively charge cathode by a natural ionisation process or be illumi-
nated by ultraviolet light, are accelerated into the gap by the electric field
toward the anode creating an initial current i0. Figure 2.3 refers.
Townsend introduced a quantity known as α or Townsend’s first ionisa-
tion co-efficient to describe the exponential current increase after voltage
8
Figure 2.3: Voltage current relationship - as seen in [1]
V2 stating that once electrons are accelerated sufficiently they are able to
cause ionisation on impact. An equation governing the amount of electrons
over the distance d, can be then be given by equation (2.4)
nc = n0e
αd (2.4)
where n0 is the initial amount of electrons found at the cathode and nc is the
total amount of electrons produced by other electrons in the direction of the
electric field. The exponential term, eαd is called the electron avalanche and
governs the number of electrons a moving electron will create moving across
the electric field. It must be noted however, that in an air gap electronegative
gas components such as oxygen and nitrogen some of the electrons attach
themselves to these neutral molecules to become negative ions yielding an
attachment co-efficient , η, and thus the effective ionisation co-efficient
becomes (α− η). Thus, the new expression becomes
nc = n0e
(α−η)d (2.5)





The eαd term is only valid so long as the space charge created by the electrons
and ions can be neglected compared to the originally applied electric field,
E0 [1]. When the concentration of the electrons exceed 10
8 the current
rises exponentially as a result of a distortion of the original field by the
space charge created by the electron avalanche. This can be represented by
equation (2.7) and Figure 2.4.
nc = n0e
(α−η)d = 108 (2.7)
The condition that the field created by the space charge assumes a similar
value to that of the external field creates the first criterion required for an
avalanche to transition into a streamer. Once the avalanche has crossed the
gap, d, the streamer mechanism will breakdown the gap.
The development of streamers are generally found in smaller, shorter gaps.
In the case of larger gaps, streamers are usually accompanied by the forma-
tion of leaders.
2.2.3 Leader development
Corona is a bluish discharge formed when the air is ionised. Although not
always directly accompanied by flashover the mechanics of the formation
of corona is useful to consider when dealing with breakdown in uniform or
non-uniform electric fields.
In the first stage there is no discharge present while the voltage rises from
zero to the corona inception voltage. A certain level of voltage will result
in the first appearance of corona otherwise known as first corona . Corona
appears as a collection of small streamers that originate from the high-
voltage electrode. The streamers appear as a slight hue of blue light and
each one follows a different path from the previous, however, there does exist
one stem which is common to all. Streamers have the ability to travel at a
velocity of a few meters per microsecond and for divergent field distributions
have the ability to span gaps up to distances of a few tens of centimetres up
to a few metres.
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Figure 2.4: Uniform field distortion caused by space charge - as seen in [1]
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First corona may be followed by a dark period during which there exists
no discharge activity as the space charge produced by the streamers reduces
the electric field at the electrode below the critical corona inception voltage.
Following the dark period, a second burst of corona can occur depending on
the non-uniformity of the electric field [7]. Should the field be uniform, the
streamers will reach the ground electrode leading to an increase in discharge
current until breakdown occurs.
The most pivotal moment in any flashover process is the formation of a
leader and the propagation of that leader in a gap. Regardless of whether a
dark period exists within the process; corona is followed by a highly ionised
channel termed a leader. The leader originates from the tip of the streamer
stem and possesses a large magnitude of the electric field at its tip resulting
in leader corona formation.
The final stage of flashover occurs when the leader has bridged about two-
thirds of the gap and the final jump occurs. The leader velocity increases
dramatically and “jumps” to its final destination. The final jump is said to
have occurred when the streamers from the tip of the grounded electrode
meet those from the high voltage electrode.
No significant discharge activity is usually found at the grounded or negative
electrode until the process is almost at its conclusion.
It should be noted that leader initiation and propagation depend both on
the geometry of the electrodes as well as the crest and shape of the applied
voltage waveform. There are critical waveforms which can cause flashover
with the lowest possible crest value; these waveforms have been determined
experimentally for a number of gaps. Previous flashover models have sought
to predict the critical flashover voltage for a specified gap under external
conditions using a leader progression model (LPM) as seen in [8, 9].
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2.3 The statistical nature of the breakdown pro-
cess
The statistical nature of breakdown in a gaseous dielectric is rather apparent
in impulse breakdown and self restoring insulation materials such as air
[10]. The statistical nature can be attributed to the high variability of the
position electrons at an atomic level. Additionally, a formative time lag
exists which takes into account the time needed for the development of the
avalanche and as a result gives rise to a statistical fluctuation of the time to
breakdown of an insulation element; seemingly in the same conditions. The
different times involved in the breakdown process are discussed in Section
3.2.3. As such, the flashover voltage may only be expressed in terms of
a probability. The V50, or CFO voltage, is the voltage at which 50% of
the applied impulses result in a flashover. The flashover probability does
differ with voltage according to a Gaussian distribution. The equation for















where p(V) is the flashover probability, V50 is the voltage corresponding to
a 50% probability of flashover and σ is the standard deviation.
The basic insulation level (BIL) of a system can be related to the CFO
voltage in that the BIL voltage level should have a 10% probability of ex-
periencing flashover. Thus, if a standard deviation of Gaussian distribution
can be defined as σf then the BIL found within 1.28 standard deviations
of the CFO as stated in [10] and can be related to the CFO voltage by the
following equation.




The equation applies to both lightning (BIL) and basic switching levels
(BSL) although the value of sigma can range between 2-3% for lightning
and 5-7% for switching impulses. The conventional form of BIL applies to
non-self restoring insulation and does not possess a value for CFO voltage.
This is due to the BIL value being defined as the voltage value equal to that
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of the point of flashover.
2.4 Electric Field on insulators and grading rings
The electric field distribution on the surface of a polymeric insulator installed
on a transmission line is a function of numerous parameters including the
voltage class, insulator design, tower configuration and phase spacing.
Generally, the electric field magnitudes are far larger toward the energised
fitting of an insulator where, in some cases, the highest field potential is
adjacent to the end fitting.
2.4.1 Factors influencing electric field distribution
There are a number of factors that influence polymeric insulator field dis-
tribution. The most important ones include [11].
1. Insulator geometry which includes the weathershed, fibreglass rod and
the end fittings.
2. Electrical properties of the polymer material and any semi-conductive
material that may be present.
3. The dimensions and position of corona rings, as well as attachment
hardware.
4. The geometry of the attachment hardware such as arcing horns.
5. The orientation of the attachment hardware and its physical relation-
ship to the attachment hardware.
6. The energised line voltage.
7. Presence and interference of nearby phases.
Each of these parameters should be taken into account when determining
the electric field distribution of a polymer insulator utilising either modelling
or measurement.
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The dependence of the electric field distributions on these parameters means
that identical insulators applied in many various orientations will yield dif-
ferent field distributions; and therefore different breakdown behaviour. The
flashover, or backflashover behaviour of the system could be directly influ-
enced by these external factors. Application of this topic can be found in
Chapters 3 and 4.
2.4.2 Regions of interest
There are three main regions of interest when it comes to analysis of electric
field distribution.
1. Inside the fibreglass rod and watershed material.
2. On the surface, and in the air surrounding, the insulator surface as
well as the end fitting seals.
3. On and in the air surrounding metallic end fitting such as corona rings
or arcing horns.
Should the field distribution in any of these regions exceed critical values,
unwanted or excessively large magnitudes of discharge activity may occur
which could affect both short and long term performance of the insulator.
Points 2 and 3 are relevant to this study as the arcing horns are attached as
the end fittings on both sides of the insulator. Figure 2.5 refers.
Figure 2.5: 88kV insulator with regions highlighted
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2.4.3 Control of the electric field distribution
The electric field distribution may be controlled by the following mechanisms
as mentioned in [11].
1. Polymer end fitting design. The design has an influence on electric
field distribution within the polymer insulator as well as on the surface
of the weathershed material. Large end fittings with rounded edges
tend to reduce the maximum field magnitude. This grading of the field
is integral in the design of the insulator.
2. Corona ring application and design. Appropriately designed
corona rings are also utilised to reduce steep field gradients while
moving the large magnitudes of the field away from the end fitting.
The positioning of the grading or corona rings may have a significant
impact on the field distribution.
Figure 2.6: Corona rings used to control electric field distribution
3. Application and Design of Extra Hardware. The application
of extra hardware, such as arcing horns or additional grading devices,
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influence the field distribution of the polymer insulator. For example,
if an arcing horn is applied, the maximum electric field may be reduced.
Any hardware that is in close proximity to the insulator most impacts
on the electric field distribution.
Figure 2.7: Various sized arcing horns
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2.5 Insulator damage
Figure 2.8 and 2.9 illustrate the effect a flashover occurrence can have on
an insulator in the situation where a relay senses an overvoltage and applies
a trip signal to the circuit breaker. In the Figures a burn mark may be
observed on both end fittings, while in Figure 2.9 the insulator sheath has
also been damaged.
Figures 2.10 and 2.11 are examples of arc damage. When not extinguished
by the system, arc damage can cause irreparable damage to the insulator
unit. As a result it is imperative that arcing horns be utilised in order to
protect the insulator against potential arc damage resulting from flashover.
Figure 2.8: Burnt insulator fitting
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Figure 2.9: Burnt insulator fitting with sheath damage
Figure 2.10: Severed end fitting as a result of arcing damage
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Figure 2.11: Severely damaged insulator sheath
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2.6 Insulation co-ordination
Insulation co-ordination is a technique utilised to ensure that various elec-
trical items found in a distribution or transmission system are matched to
system characteristics according to expected overvoltages and fall within ex-
pected voltage risk margins expressed through the use of voltage-time curves.
Objectives which arise from analysis of co-ordination studies provide a means
to assist in the reduction of system failures, while proportionately lessen-
ing the amount of supply interruptions caused by insulation breakdown to
an acceptable level. According to [10] by selecting the minimum insulation
strength, or minimum clearance, the minimum cost of the insulation can be
attained.
The International Electrotechnical Commission (IEC) standard 60071.1 [12]
which covers the topic of insulation co-ordination recognises that insula-
tion may occasionally undergo failure as it is not economically feasible to
eliminate failure completely.
2.6.1 System voltages
In order to succinctly introduce the topic of insulation co-ordination, a num-
ber of different aspects regarding the voltages and overvoltages should be
covered. The characteristics of relevant insulation are also important in the
fundamentals. Insulation levels within a system are always monitored and
dependent on the highest system operating voltage and not on the nominal
line voltage and therefore, in a 132kV system, the highest voltage is defined
as 145kV [13].
Table 2.1: System voltages for a 132kV system- as seen in [1]
Nominal Voltage 132kV
Maximum Voltage 145kV
Power Frequency Withstand Voltage 230/275kV
Lightning Impulse Withstand Voltage 550/650kV
Switching Impulse Withstand Voltage n/a
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2.6.2 Temporary and switching overvoltages
Overvoltages can be electrical power generated within the system by the con-
nection or disconnection of circuit elements [14]. Surges generated within
the system can be further classified into two groups namely; temporary over-
voltages in the case where they are of power frequency and weakly damped
or switching overvoltages when highly damped and of short duration. A
typical switching form is the 250/2500 µs, time-to-crest/time-to-half value
wave. Switching impulses become relevant above voltage levels of 300kV
[14]; due to the generated switching surges being directly related to the sys-




Overvoltages involving both resonance and arcing ground faults are usually
extinguished by system design and neutral earthing. Below distribution lev-
els of 145kV, the method of earthing will determine the temporary level of
overvoltage.
Insulation installed within a system should also be able to withstand short-
duration power frequency overvoltages or for that matter, any other oscil-
latory voltages which possess the ability to last in the region of tens of
seconds.
2.6.3 Lightning overvoltages
On power systems operating at 300kV and below, overvoltages occurring as
a result of lightning will be of larger occurrence than those generated by
internal phenomena. External overvoltages arise from lightning discharges
and are characterised by the short duration 1.2/50 µs front time/time-to-
half impulse waveform. Insulation flashover in the system can depend on a
number of variables as mentioned in [15].
• The geographical position of the stroke
• The magnitude of the stroke
22
• The rise time of the stroke
• The insulation levels
• The local atmosphere or ambient conditions
• The system’s electrical characteristics
The damaging return stroke of a lightning flash varies between 2kA- 200kA
in accordance with a logarithmic-normal distribution [15]. Impulse rise times
are in the order of tenths of microseconds for a negative flow of charge from
cloud to ground while a positive flow can take considerably longer. The
most severe lightning current of 200kA and rise time of 200kA/µs may be
considered, if necessary, for design purposes. The mean probability of the
current amplitude can be defined as Ic and can be found at Ic = 31kA
p(I > Ic) =
1
1 + ( IIc )
2.6
(2.10)
Figure 2.12: Probability distribution vs. lightning amplitude
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2.7 Lightning
In order to describe the effect of lightning phenomena on transmission sys-
tems a few terms have been defined: [15]
• Flash- a term which encompasses the entire discharge from the origin
of the cloud to the struck object.
• Stroke- The components within a flash which carry the high current
components. A flash may contain one or more subsequent strokes.
• Flashover - a discharge completed from an energised conductor to a
grounded support.
• Backflashover - a discharge completed from a earthed support to an
energised conductor. This aspect is discussed in Chapter 4.
• Tripout- a flashover or backflashover which does not extinguish itself.
A circuit breaker must remove the ac power long enough to extinguish
the arc.
There are many instances where lightning occurs over the design life of
a transmission line. The initiation of a flashover, as a result of a lightning
strike to a tower or shielding wire may result in a severe flash and detrimental
damage to insulation.
2.7.1 Formation of the surge voltage waveshape
Lightning currents that are dealt with within the investigation, are required
to be modelled within existing standards. Overvoltages corresponding to
lightning impulses are unipolar in nature and may be represented by a wave-
form shown the Figure below.
The shape of the impulse consists of a fast-rising front followed by a slowly
decaying tail after reaching the peak. The wavefront is usually characterised
in terms of a peak value Um, an equivalent front time tf extrapolated from
the 10% value to the 90% value, the time for the wave to decay its half value
from the peak is termed th. The peak values of the impulse waveform are far
higher than the corona onset voltage V0 of the conductor or the conductor
bundle on the transmission line.
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Figure 2.13: Impulse waveform - taken from [1]
Impulse voltages are usually specified in terms of their peak voltage Um
and the tf/th values. The standard lightning impulse is specified in [16]
as 1.2/50 µs as being the closest to a lightning waveshape. Currents mea-
sured through surge arresters also have longer front times of 4 to 8 µs when
a 1.2/50 µs is applied which has subsequently led to the definition of the
4/10 µs and 8/20 µs current waveforms for testing purposes. It must be
noted however; that these waveforms do not correspond well to the original
parameters and should not be used for calculating lightning performance
in the absence of surge arresters. IEC 60060-1 uses the double exponential
expression to represent impulse waveforms.
I = Ipk ×K × (e−t/τ1 − e−t/τ2) (2.11)
For a 1.2/50 µs wave the parameters are set as follows K = 1.037, tf = 68.5
µs, th = 0.404 µs [15] where tf is used as the value for τ1, th is used to
calculate τ2 and K is a constant factor.
2.7.2 Ground flash density
The GFD in an area can be related to the number of thunderstorm days
(TD) as defined by World Meteorological Association standards. GFD is
usually expressed in flashes per square km per year. Generally, ten years
of observations are needed in areas of moderate thunderstorm activity (40
25
days/year) to obtain a relative 5% standard deviation. The following ex-
pression for relating thunderstorm day levels in South Africa to ground flash
density can be found in [10] as well as other references.
Figure 2.14: Cloud to ground flash density per kilometre in South Africa
2006-2010 [2]
GFD = 0.04× TD1.25 (2.12)
The flash collection rate Ns represents the number of flashes over 100km per
year. The expression for Ns depends on the GFD, the height of the tower
and the overhead ground wire (OHGW) separation distance.





h = the height of the tower (m)
b= OHGW separation (m)




Figure 2.14 illustrates the GFD for Durban to be 5 flashes per kilometre per
year. The calculations regarding Ns will be dealt with in and analysed in
Chapter 4.
2.8 Methodological approach of the study
The adopted approach includes using an ATP-EMTP programme to conduct
an insulation co-ordination study which replicates a 132kV distribution sys-
tem within 1.5 km of a substation. The study will analyse the interaction of
the insulation provided by the surge arresters and arcing horns independent
of one another and in conjunction with each other under different transient
disturbances with information provided by the Municipality. It is possible to
find similar examples of this type of insulation co-ordination study in [4, 17].
In order to further quantify a marked change in breakdown voltage due to a
rotational shift in the arcing horns; the relationship between the breakdown
voltage and the rotational shift will be investigated. Laboratory testing will
assist in quantifying the leader progression model used to simulate flashover




between rotated arcing horns
The laboratory experiment, which was conducted in conjunction with the
insulation co-ordination study, was used to help quantify the breakdown
mechanism observed between arcing horns which have been rotated on an
insulator arrangement. In order to obtained accurate CFO points for each
point of rotation, the insulator arcing horn arrangement was subjected to
an up-down type test, the results of which were classified as the U50 for each
gap setting. The aim of these tests were to observe the flashover mechanism
until such a point that the developed leader no longer broke down to the
other arcing horn but rather to the fitting which would then become the
shortest distance to a grounded point. It is worth noting here that once
the leader started to breakdown to the fitting, that the arrangement would
function in the same manner as an insulator fitted with a single arcing horn.
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3.1 Experimental setup
The experimental procedure took place in the high voltage laboratory at
Howard College. The setup utilised a 7 stage Marx generator capable of
producing 125kVdc per stage. The fronting and tail resistors and capacitors
are setup to produce a 1.2/50 µs impulse. A basic set up of the Marx
circuit diagram can be found in Figure 3.1 and the laboratory layout in
Figure 3.2 illustrates how the circuit diagram was realised while maintaining
appropriate clearances.
Figure 3.1: Marx generator circuit diagram
Figure 3.2: Laboratory layout
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The arcing horn spark gap was connected to both 88kV and 22kV insula-
tors. The initial arrangement for the 88kV insulator has already been seen
in Figure 2.2 and the 22kV setup can be seen in Figure 3.3 below. The
horn rotation was measured by placing a ready-made enlarged protractor
onto the insulator end fitting after which it was removed so as to not impact
the experiment; this was done while maintaining sufficient clearance to the
device under test (DUT).
The measurement circuit consisted of a calibrated capacitive voltage divider
with a dividing ratio of 856 coupled with an impulse peak measurement
system. The impulse peak measurement system had a further dividing ratio
and could be attenuated at the point of measurement in steps of 2, 4 or 6
in order to safely read measured values from the laboratory.
Figure 3.3: 22kV insulator arcing horn apparatus
30
3.2 Simulating flashover
Much work has gone into the simulation and modelling of flashover. Ab
Kadir et al [4] states 4 different methods for modelling flashover namely:
• V-t curves
• The disruptive effect (DE)
• The standard leader progression model (LPM)
• The modified leader progression model
3.2.1 Volt-time curves
It is customary for each piece of equipment to have a characteristic volt-time
curve. Transformers, surge arresters and insulator gaps need to be coordi-
nated correctly so as to provide correct margins of safety for costly pieces
of equipment. The Figure 3.4 below shows an example of a constructed
volt-time curve.
Figure 3.4: Construction of a V-t characteristic curve - taken from [1]
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The above curve can be constructed by applying differing amplitude of im-
pulses and recording the time lag to breakdown for each [17]. For a given
gap size the breakdown voltage for each point on the V-t curve can be cal-
culated using different values of t. Each amplitude breakdown point and
corresponding time are plotted to generate a V-t curve for that piece of
equipment. V-t curves have been used to compare results from testing to
that found in literature [17].




Where a and b are arbitrary constants, L is the length of the gap and t is
the time to breakdown.
3.2.2 Disruptive effect (DE)
This method integrates the voltage across a gap above a certain threshold
according to the integral in equation (3.2). Once this integral reaches a
certain value, flashover is said to have taken place. Simplified versions of
this model use V0 as zero [4].
DE =
∫
(V (t)− V0)kdt (3.2)
3.2.3 The leader progression model (LPM)
The leader progression model sums up the time taken for the flashover to
occur which are namely; the corona inception, streamer propagation and
leader propagation. The time to breakdown (tb) can be expressed as follows:
tb = ti + ts + tl (3.3)
Usually it would be necessary to describe each of these time lags in order
to describe the LPM more accurately. However, at fairly low voltages, the
corona inception voltage is far below the breakdown voltage which leaves it
to be a rather irrelevant concept to define. The streamer propagation time








where Emax is the maximum electric field found in the gap and E50 is seen
Figure 3.5: Leader progression model - as seen in [3]
to be 500kV/m [18] for a rod-rod model. The leader propagation time can
be found by using the following equation for the velocity of the leader for
each time step and then calculating the time which it takes to bridge the
gap. The equation is as follows:
dl
dt
= k × d× (U(t)
d− l
− Eo) (m/s) (3.5)
where d is the initial gap distance, l is the leader length at each time step
and Eo is the electric field breakdown of air in a rod-rod gap arrangment.
The distance travelled can then be found∫
dl
dt
= xleader (m) (3.6)
and the point of backflashover occurs when the following condition is satis-
fied.
xleader > d (3.7)
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In [3] it was used to compare CFO voltages on high voltage polymer insula-
tors of 110, 120 and 440kV fitted with arcing horns on both ends.
The method can be shown in Figure 3.5 and proceeds in two stages prior to
subsequent leader onset.
3.2.4 The modified leader progression model
A modified version of the standard leader progression model can also be
utilised using probability distribution for both values K and E50 as found
in [18]. By using a probability distribution the time to breakdown will
vary thereby corresponding to the random nature of the gap breakdown
under steep rising impulses. However, in order to ascertain this probability
distribution, testing needs to be carried out[4]. For the purposes of this
study this approach was not utilised.
3.2.5 Flashover of smaller gaps
Considering the arcing horn arrangements for both insulators, it was noted
that the initial gap spacing was less than the minimum distance of 1 metre
[18]. It was therefore necessary to include an equation from [19] which
governs the spark over voltage for both positive and negative polarity valid
for gaps less than 1 meter as shown below where di < 1m.
Vsp = 2 + 534× di (kV ) (3.8)
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3.2.6 Deriving movement
In order to utilise leader progression models to simulate flashover, it is im-
portant to derive an equation that governs the size of the spark gap under
rotated conditions. It can be assumed that the arcing horn will only substan-
tially rotate in the horizontal plane and far more negligibly in the vertical
plane due to its fixed point of origin on the insulator and its rigid bent
shape. Therefore, if an initial spark gap distance, x, is presumed and the
vertical radius of the arcing horn, r, is given then the arcing horn will be
seen to rotate horizontally through an angle θ as shown below.
It can be derived using spherical coordinates that the shortest distance be-
tween the arcing horns can be shown to be the following.
dgap(x, r, θ) =
√
(x2) + (r − rcosθ)2 + (rsinθ)2 m (3.9)
Figure 3.6: Rotated arcing horn arrangement with defined constants
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Figure 3.7: Results of rotating arcing horn on 132kV insulator
3.2.7 One arcing horn
It can be observed in the graph that there exists a straight line which inter-
cepts the bell shaped curve at around 60◦. This line is the result of applying
one arcing horn and calculating the distance to the fitting of the insulator.
The following equation is used which is similar to the equation representing
two arcing horns.
dgap(x, r, θ) =
√
(x2) + (rcosθ)2 + (rsinθ)2 m (3.10)
This equation yields the same distance during the full rotation of the arcing
horn as it is rotating in a circle with a fixed radius relative to the insulator.
Therefore, the shortest path to the end fitting, rather than the arcing horn,
occurs at roughly θ= 60◦.
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3.3 U50 calculations
The disruptive discharge on external insulation is dependant on atmospheric
conditions.
3.3.1 Humidity correction factor
The humidity correction factor, k , for impulse voltages may be expressed
as seen in equation (3.11).




where h represents the absolute humidity and δ the temperature correction
factor. For gaps less than 0.5 m however, the humidity correction factor
shall not be applied [16].
3.3.2 Air density correction factor
Pressure and temperature perform a role influencing the U50 voltage and




)× (273 + t0
273 + t
) (3.12)
where b0 is seen to be the standard atmospheric pressure and t0 the standard
room temperature [16], [20].
3.4 U50 testing
The insulators were subjected to an up-down test wherein a total of 20 (N)
impulse shots were applied to the spark gap with an initial voltage level, Vi.
For each flashover, voltage level Vi−1 was applied and each withstand Vi+1.
The number of withstands and flashovers were then summed and the U50
voltage was then calculated as follows as per the standard [16].
U50 =
δ × k × (
∑
(n×Vi)
N )× smeasure × dratio
1000
kV (3.13)
where smeasure is the scaling ratio of the impulse measurement circuit and
dratio represents the capacitive divider.
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The results were recorded for both polarities of impulse.
3.5 Results
Two insulators namely, 88kV and 22kV insulators were subjected to up-
down U50 testing. The result of the testing of smaller insulators was due to
laboratory constraints on the size of the sparkgap on the 132kV insulators
being too large to cause breakdown. Both insulator sets were fitted with
initial arcing horn spark gaps with the gap of the 22kV insulator being
constructed in a ratio proportional to that of the dry arc distance between
the two fittings of the 88kV insulator.
• 88kV insulator
Dry arcing distance: 785mm
Initial arcing horn separation (x): 400mm
Arcing horn vertical radius (r): 350mm
• 22kV insulator
Dry arcing distance: 280mm
Initial arcing horn separation (x) : 150mm
Arcing horn vertical radius (r): 207mm
The test results found in the laboratory were then compared to the CFO
values found using the leader progression model found from the asymptote
of the voltage-time curves for each insulator in Figures 3.8 and 3.9. The
results were also compared to the equation governing flashover voltages for
spark gaps less than 1 metre as seen in equation (3.14).
Vsp = 2 + 534× d kV (3.14)
38























Figure 3.8: V-t curve result for 88kV insulator
Table 3.1: CFO voltage results for 88kV LPM method in Figure 3.8





























Figure 3.9: V-t curve result for 22kV insulator
Table 3.2: CFO voltage results for 22kV LPM method in Figure 3.9




























Figure 3.10: Results of 88kV insulator testing
Table 3.3: Voltage results for 88kV laboratory testing in Figure 3.10
Rotation (◦) U50−(kV) U50+(kV) Vsp (kV) LPM (kV)
0 343 245 216 215
30 381 279 237 235
60 400 337 290 280
90 425 430 349 333
41


















Figure 3.11: Results of 22kV insulator testing
Table 3.4: Voltage results for 22kV laboratory testing in Figure 3.11
Rotation (◦) U50−(kV) U50+(kV) Vsp (kV) LPM (kV)
0 139 116 87 79
30 168 124 98 96
60 202 145 119 132
90 214 164 146 170
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The results of both the positive and negative impulses across the arcing horn
air gap were recorded for rotations up to 90◦ and compared in the graphs
contained in Figure 3.10 and 3.11.
It can be noted from the graph that the negative impulse had a higher
U50 voltage than the positive impulse for almost all points of rotation. This
can be expected as the avalanche mechanism for each polarity differs. The
breakdown voltages found from theory for gaps less than 1 metre and the
leader progression model (LPM) were calculated to be lower than that of
both the positive and negative impulses.
From Tables 3.1 and 3.2 it can be seen that for each of the respective insu-
lator arrangements an angle of 60◦ denotes the point at which the shortest
distance to an earth point becomes the fitting and not the opposing arcing
horn. As a result, flashover did not always occur to the opposing arcing
horn.
3.5.1 One arcing horn vs. two
It was noticed that not all flashovers were terminating on the opposing arcing
horn but rather to the end fitting of the insulator. This was particularly
more apparent on the 22kV insulator. A further investigation was set up by
means of a U50 test which was then conducted on both set ups carrying one
arcing horn fitted to the live side. The following results were recorded.
Table 3.5: U50 test on an 88kV insulator
Positive Impulse (kV) Negative Impulse (kV)
U50single 440.98 n/a
U50double@90◦ 430 425
Due to the limits on supply the negative impulse U50 voltage could not be
attained for the 88kV insulator. The same experiment was conducted on
the 22kV insulator.
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Table 3.6: U50 test on an 22kV insulator
Positive Impulse (kV) Negative Impulse (kV)
U50single 192.38 221.77
U50double@90◦ 164 214
Figure 3.12: 22kV insulator flashover for one arcing horn to the fitting
3.6 Discussion of results
The laboratory experiment was utilised to ascertain how the theoretical
modelling of leader breakdown could be compared to live application; as well
as investigating the breakdown mechanism between rotated arcing horns.
It can be noted from the results that use of the LPM and the equation
governing spark gaps less than 1 metre revealed lower breakdown voltages
for the same gap size. This could possibly be attributed to the presence of
the insulator in the test arrangement as [18] and [21] do not incorporate the
use of an insulator to attain their respective results. This presence effects
the distribution of the electric field around the arcing horns thereby influ-
encing the formation of the avalanche and subsequent streamer and leader
breakdown. In order to attempt to incorporate the effect of the insulator an
average of the division between the negative and positive laboratory results
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The values were found to be kneg = 1.5 and kpos = 1.2. These factors imply
that theoretical modelling yields lower values for breakdown and therefore,
deems it suitable for modelling the leader breakdown in the insulation co-
ordination study as opposed to having to conduct an up-down test on the
132kV insulator gap.
It is also worth noting the breakdown mechanism, which was seen to change
as the arcing horn rotated further away from its initial position with flashes
occurring more regularly to the fitting of the insulator. Mathematical calcu-
lations yield the shortest distance to the fitting to occur at 60◦ of rotation,
however, the results of the single arcing horn in Tables 3.5 and 3.6 indicate
a rejection of the mathematical hypothesis.
In Table 3.5, the U50 recorded for the single arcing horn gap is 441kV for a
positive impulse whereas for two arcing horns using the same impulse at 90◦
the value was 430kV. Similar results can be observed on the 22kV insulator
albeit occurring slightly earlier. It can thus be concluded that the change
in breakdown mechanism occurs closer to 90◦ as opposed to the original 60◦
which was hypothesised earlier in the dissertation. This discrepancy can
be possibly attributed to the structural differences of both the end fitting
and arcing horn and the resulting difference in avalanche and field formation.
As a result the maximum attainable rotation whereby the dry arcing dis-
tance is effected will be seen to be 90◦. Beyond 90◦ of rotation however,
breakdown across the insulator occurs to the end fitting essentially render-
ing the second arcing horn redundant, therefore the CFO voltage of the
insulator will remain constant for further increments of rotation.
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Chapter 4
Investigating the role of
arcing horns on 132kV
sub-transmission lines
Any insulation co-ordination study must as accurately as possible investi-
gate the magnitudes of overvoltages in the event of flashover on a system as
stated in [4, 22]. Should any overvoltages pose a threat to the CFO voltage
of any piece of equipment, and therefore the designed BIL of the system,
then an element of risk could be imposed. The occurrence of flashover during
shielding events predominate over those that occur in the instance of shield-
ing failure as a result of the current striking the phase conductor being too
low to cause a flashover. Previous studies of insulation co-ordination cite
backflashover [4, 23] as the primary cause for concern in the case where a
line is equipped with shield wires in order to attempt to divert the lightning
strike away from the phase conductors of a transmission system, however,
there is no generic case when dealing with arcing horns.
The insulation co-ordination model seeks to identify the importance of arcing
horns within a sub-transmission system. Adverse weather conditions possess
the means to rotate these arcing horns through an angle thereby subjecting
the insulator and the system to the possibility of damage in the event of an
overvoltage event such as lightning. The model comprises of a single circuit
transmission line spanning the length of 1.5 km before a substation. The
eThekwini 132kV transmission system utilises two arcing horns on either
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end of the insulator within 3 span lengths of the substation, as well as single
arcing horn arrangements, coupled with corona rings and other secondary
connecting apparatus to evenly distribute electric fields at the end fittings.
4.1 Arcing horn gap setting
The spark gap formed by the arcing horn can be seen to be part of the
insulation of the system as it provides a secondary means to divert surge
current to earth, the primary means being via that of the surge arrester.
According to [24], rod-rod or spark gaps are set at a voltage well lower than
that of the substation equipment which is being protected as the insulation is
self restoring. These insulating gaps however, can often be disadvantageous
and impact the system in the following manner:
• When the gap operates a short circuit is formed to earth resulting in
the system requiring to clear the earth fault.
• Gap operation can result in steep dvdt changes which can potentially
stress transformer inter-turn insulation.
• A spark gap has a slow response to waveforms with a fast rise time and
is influenced by polarity of the surge as well as atmospheric conditions.
• Smaller gaps are susceptible to maloperation due to wind, wind-borne
debris and birds.
Studies have cited the arcing horn spark gap as an important aspect of in-
sulation co-ordination [25], however, although there have been many studies
which consider breakdown in air gaps such as those in [9, 26], there are none
which are specific in the context of rotated arcing horns.
4.2 Surge Arresters
Surge arresters are located in the nearby vicinity to a transformer, in order to
protect it from overvoltages. In selection of the surge arrester it is important
to note the types of transients which occur most on the system in order to
limit the probability that damage will occur to insulation located in the
station. It can be noted from [27] that it is necessary to:
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• Develop a margin between the voltage rating of the system and the
voltage of the lightning arrester.
• The voltage difference between the lightning arrester rating and its
corresponding surge discharge voltage.
• A safety margin between the protective level of the lightning arrester
and the insulation level of the equipment.
Surge arresters perform a vital role in insulation co-ordination as they pro-
vide a path to divert current to ground at high voltage levels. They are
prominently utilised and many studies exist demonstrating their importance
such as those found in [28, 8, 23].
4.3 Occurrence of backflashover
Backflashover (BFO) was defined in Chapter 2 as a discharge completed
from an earthed support to an energised conductor which occurs as a result
of a lighting strike intercepting a transmission tower or shield line [4]. The
combination of the surge impedance of the tower structure, as well as the
reflection co-efficients formed with the earth resistance result in a potential
of the cross arms of the tower being raised. When a lightning surge current
strikes the tower top, current is diverted along the shield wires to adjacent
towers and some of the transient waveform is diverted to earth. The essence
of backflashover can be illustrated in Figure 4.1.
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Figure 4.1: Backflashover process on a transmission tower - taken from [4]
The voltage that can be observed at the tower top, as described by [10],
is governed by the ZT , the surge impedance of the tower, Zg the surge






however, a number of events may take place to reduce the voltage observed
at the top of the tower. These events may include:
• The electromagnetic coupling of the shield wires with that of the con-
ductors can result in a portion of the voltage being observed on the
phase conductor.
• Depending on the travel time, the reflections of the earthing resistance
and soil ionisation can result in the voltage being reduced across the
insulator string.
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• Reflections from other towers may also result in destructive interfer-
ence of the voltage across the string although, due to the travel time
this is usually insignificant.
4.3.1 Factors promoting backflashover
There are a number of aspects which influence BFO on high voltage trans-
mission lines. [29, 30, 14, 15]. They include [31]:
• Poor earthing of transmission towers: Earthing of transmission line
towers performs a pivotal role in their protection. Grounding resis-
tances in excess of 100Ω may require the installation of transmission
line surge arresters (TLSA).
• Ineffective shielding: Perfect shielding of phase conductors only per-
mits lightning currents of low amplitude to strike them thus deferring
most strikes onto shielding wires or transmission towers.
• Positioning of TLSA: Should they be required, the positioning of TLSA
can greatly inhibit the effect of backflashover.
4.3.2 Probability analysis of backflashover
There have been multiple studies which have been conducted a probability
analysis of lightning causing a flashover to a transmission system, such as
those found in [4, 17]. The studies have used equations in order to calculate
the number of flashes received to a line in an area given the number of
thunderstorm days in a year, TD, and the ground flash density, Ng. The
following equation can then be applied to determine the probability of a
particular amplitude of lightning current occurring.
p(I > Ic) =
1
1 + ( IIc )
2.6
(4.2)
with mean lightning current amplitude, Ic = 31 kA [11]. The frequency of
BFO can be calculated by knowing the flash density for a given area, Ns
and the probability distribution of lightning current amplitude:
BFOrate = 0.6×Ns × p(I) (4.3)
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4.4 The model
An insulation co-ordination model of a 132kV sub-transmission system was
constructed in ATP-EMTP using various different standards and nominal
values. The system which is made up of 3 transmission towers and separated
by 3 spans of transmission line with a length of 0.5 km; originates from
a 132kV source and terminates in a step down 132kV - 11kV substation.
Figure 4.2 illustrates the basic layout of the modelled system.
Figure 4.2: System modelled
4.5 Transmission towers
4.5.1 Surge impedance of towers
The typical transmission tower has a height that is quite large in comparison
to the rise time of some of the components of lightning strokes. The role
that the tower plays in the behaviour of a transmission system under surge
duress can be modelled as follows:
1. It can be considered as a series of lumped circuit elements usually
determined by inductances.
2. It can be modelled by a short transmission line segment with a constant
or variable surge impedance
3. It can be modelled as a series of electromagnetically coupled objects.
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In order to correctly calculate the surge impedances on the line, the travel
time, ν, must be known or assumed to be the speed of light or 3 × 108
m.s−1. Once the travel time is well defined it is possible to calculate the











In order to accurately predict the behaviour of a transmission tower un-
der the influence of a lightning strike the equivalent tower surge impedance
model must be accurately calculated. The tower model as shown in Figure
4.3 should be divided into four sections and the respective surge impedances
calculated for the tower structure itself, the bracings and the cross arms
using the following formulae found below.
The surge impedance of each section ZT1,ZT2 etc. can be expressed as:




)− 2] Ω k = 1, 2, 3, 4... (4.6)
Additionally, the expression for tower cross arms:
ZAk = 60× ln(
2hk
rAk
) Ω k = 1, 2, 3, 4... (4.7)
where rek and rAk represent the equivalent section length and equivalent
radius of cross arm respectively for each value of k = 1, 2, 3... The sub-
transmission towers were modelled according to [5]. Relevant equations
were used to model the cross arms and each tower section independently.
This method of surge impedance modelling is widely recognised as noted in
[15] and [29]. Table 4.1 shows the calculated values for the surge impedances
and the basic tower dimensions can be found in Appendix B.
4.6 The reflection co-efficient
Should there exist a steep change in geometry from a surge moving from
one medium to another this could result in a change in surge impedance.
An example of this phenomenon can be found when a lightning current
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Figure 4.3: Equivalent distributed model of a transmission tower as found
in [5]
Table 4.1: Surge impedances for modelled transmission tower
ZT1 167 Ω ZA1 287 Ω
ZT2 161 Ω ZA2 282 Ω
ZT3 157 Ω ZA3 279 Ω
ZT4 152 Ω
moves along a transmission line and encounters a transmission tower; the
voltages and currents will change on both sides of the interface and a certain
magnitude will be reflected back, thereby lowering the voltage. A reflection
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The reflection of a surge waveform moving from Z2 toward Z1 has the reflec-
tion co-efficient ρ21 which is not the same as ρ12. The voltage on both sides
of the interface is constant and the sum of the currents moving toward the
interface should be zero. The relationship between the surge impedances






The transmission lines bundles were modelled using zebra and rabbit dimen-
sions for the conductor and shield wires respectively. The relevant specifi-
cations can be found in below:
• Zebra
→ diameter: 28.62mm
→ Ω/km : 0.06740
• Rabbit
→ diameter: 10.05mm
→ Ω/km : 0.5426
4.7.1 Surge impedance and surge frequency bandwidth
Analysis has been done on transmission lines in response to lightning cur-
rents. The equivalent bandwidth can be computed through two expressions
as found in [15]; this change in bandwidth requires the correct transmission










4.7.2 JMarti frequency dependant model
The skin effect was implemented and the transmission lines were modelled
using the frequency dependant JMARTI model found in [32]. This model
was preferred over the PI and Bergeron models due to the nature of lightning
and the changing bandwidth.
4.8 Earth resistance
The earthing of the transmission tower was varied between values 10Ω to
30Ω in order to ascertain the effect on BFO probability. Using a constant
value of earth resistance is an accepted method for modelling purposes as
mentioned by [11] and therefore it was deemed acceptable for the study.
4.9 Insulator characteristics
Polymeric longrod 132kV insulators with dimensions as specified by the
eThekwini Municipality were used. The dry arcing distance was modelled
to be controlled by the arcing horns. A sample drawing can be found in
Appendix B.
4.10 Substation
The 132-11kV step down substation was modelled using two surge arresters
to protect both the transformer as well as the measuring current and voltage
transformers. A yard layout can be found in Figure 4.4. Suitable values
for the current transformer (CT), circuit breaker (CB) and the apparatus
connections (AC) were found in [33] and are tabulated in Table 4.2
Table 4.2: Substation equipment values
Current transformer 250 pF
Post insulator 80 pF
Circuit breaker 100 pF
Apparatus connection 1 µH/m
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Figure 4.4: Substation model
4.11 Surge arrester modelling
A surge arrester was modelled in order to prevent transients from entering
both the substation and the transformer. The modelling was based on the







Figure 4.5: Model of surge arrester
elements in Figure 4.5 were based largely on physical dimensions of the






















where d is the estimated height of the arrester in meters and n is the number
of parallel columns in the arrester. The zinc oxide surge arrester chosen
had a height d = 1.584m and two parallel columns, therefore, n = 4. The
calculated values can be found in Table 4.3






In order to verify the workings of the model two current waveforms were
applied to the arrester, namely; a 8x20 at 10kA and a 30x60 at 1kA. The
results of the residual voltage vs. time are shown below in Figures 4.6 and
4.7
Figure 4.6: Residual voltage for a 10kA, 8x20µs waveform
The two waveforms correspond to the maximum residual voltage of the ar-
rester for both the 8/20 µs condition of a maximum residual voltage of 311kV
and the switching 30/60 µs waveform with a maximum residual voltage of
262kV as specified in the datasheet found in [35]. Figure 4.8 illustrates the
IV characteristic for the surge arrester ensuring that the time to crest of
current precedes the voltage.
57
Figure 4.7: Residual voltage for a 1kA, 30x60µs waveform
Figure 4.8: Arrester voltage-current characteristic for a 8x20µs impulse
4.12 Transformer
The transformer was modelled using a hybrid transformer model in or-
der to simulate the capacitive and inductive characteristics as well as the
impedance drop across it. Typical values were found in the ATP-EMTP
environment for capacitance and inductance and a percentage drop across
the resistance. These values can be found within the frequency of transient
recovery voltage from IEEE Std. C37.011-1994 - TRV Fig. B.2 as seen in
[36]. The primary and secondary windings were connected in delta-star for-
mation respectively with the secondary winding solidly grounded through a
resistor as specified in the eThekwini standards [13].
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4.13 Results
ATP-EMTP was used to model the different elements in the system.
Figure 4.9 illustrates a transmission tower modelled with surge impedances
with a potential difference measurement probe representing the 132kV in-
sulator strings.
A lightning impulse characterised by a current source was used to simu-
late a strike to the shield wire of each tower. The system was then iterated
through different values of both of earth resistance and current amplitude.
Voltages across the insulator strings as well as those voltages entering the
substation and insulator were monitored.
Figure 4.10 illustrates the effect of ground resistance on the voltage across
an insulator string on a transmission tower which is directly effected by the
strike to the shield wire.
Figure 4.9: Transmission tower modelled in ATP-EMTP
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Figure 4.10: Voltages across insulator strings vs. earth resistance
The voltages from the insulator strings of each tower were passed into the
LPM which was run in MATLAB. The lightning current was only imposed
on one tower at any given time. The LPM was programmed to iterate
the length of the leader for the given voltages. Once xleader > d the LPM
immediately stored the time to breakdown, the voltage at which breakdown
occurred as well as the point of rotation. The process is illustrated by the



































Figure 4.11: Flow diagram outlining V-t curve plotting process
The iteration of both the model and LPM allowed for the plotting of the
graph in Figure 4.12 which illustrates the current amplitude required to
cause backflashover for a certain degree of arcing horn rotation and earth
resistance. Although plotted up to 180◦ the graph is only valid up to 90◦;
this was done as a result of the findings in Chapter 3 where flashover in
the laboratory was seen to occur to the insulator fitting. Thus, it would
be inaccurate to assume the dry arc distance would increase and require an
increased current amplitude to cause breakdown.
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Figure 4.12: Arcing horn rotation vs. lightning current amplitude
Using the results from Figure 4.12, Figure 4.13 could be plotted. This graph
outlines the probability of a lightning strike occurring with a current ampli-
tude greater than that value found on the x-axis. This was done by using
equation (4.2). This probability was compared to both earth resistance as
well as arcing horn rotation. By observing Figure 4.13, it can be seen that
for a transmission tower with an earth resistance of 10 Ω and a 0◦ rotation
a 51kA strike would be required to cause backflashover. This according to
Figure 4.13, has a 22% chance of occurring. Similarly, to Figure 4.12, a valid
and invalid region exists; therefore, for a rotation of 90◦ which requires a
58kA strike to cause backflashover, the associated probability would be as
low as 18%.
The results plotted in Figure 4.13 can be used to find the rate of BFO using
equation (4.3) and the number of strikes to 100km of the line using equa-
tion (2.13). Thus, the number of lightning strikes which cause backflashover
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can be attained. The ground flash density for the greater eThekwini region,
which was discussed in Section 2.7.2, can be seen to be 5 flashes/km2/year.
The results can be found in Table 4.4 and are plotted in Figure 4.14.




















Figure 4.13: Current amplitude vs. Probability
Table 4.4: Rate of BFO vs. earth resistance vs. degree of rotation
Earth resistance (Ω) Degree of rotation(◦) p(I) BFO rate (flashes/100km/year)
10 0 0.23 ≈ 16
10 90 0.18 ≈ 12
20 0 0.5 ≈ 34
20 90 0.35 ≈ 24
30 0 0.65 ≈ 44
30 90 0.55 ≈ 37
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Figure 4.14: BFO rate vs. arcing horn rotation
Figure 4.14 illustrates the values from Table 4.4 for the respective values of
earth resistance and degree of rotation. A decrease of the BFO rate can be
observed for a higher degree of rotation.
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In addition to the ATP-EMTP model the V-t curves were plotted for a
132kV insulator in accordance with method cited in [17]; each point on
the graph being determined by using the LPM while adjusting the crest
amplitude and recording the time to breakdown.



















Figure 4.15: 132kV rotated arcing horn V-t curves
Figure 3.7 shows how the spark gap on 132kV insulators fitted arcing horns
varies with rotation. At 0◦ the gap setting is d = 1.03 m, however, at the
furtherest angle away of 180◦ the gap size is seen to increase to 1.3 m. Figure
4.15 shows the V-t curves for 132kV for different degrees of rotation. The
CFO voltage can be found from the asymptote of each curve and the values
can be found in the Table 4.5.
64
Table 4.5: CFO voltage results for 132kV LPM method in Figure 4.15





For the 90◦ gap it can be seen that the CFO voltage encroaches on the
650kV BIL of the transformer. This could possibly effect the integrity of
the system’s insulation co-ordination. It is also worth noting the IEEE 4
standards [21] and the corresponding voltages required for both positive and
negative polarities to break down gaps of this length. For a 130 cm gap (1.3
m) the breakdown voltage would be rated between 735kV and 850kV for a
positive impulse and between 835kV and 965kV for a negative impulse. The
table of the standard can be found in the Appendix C.
4.14 Discussion of results
The insulation co-ordination model was conducted in conjunction with the
results of the laboratory experiment. The results of the insulation co-
ordination study illustrate the comparison between two criteria namely; gap-
coordination and earthing resistance.
A rotational shift of either arcing horn relative to one another results in
a larger gap in which backflashover takes place; this, coupled with the effect
of grounding resistance can greatly influence the theoretical protection of a
system against backflashover and subsequent earth faults.
Figure 4.13 which details the probability of a flashover occurring given a
set value of earth resistance shows that the system protection against light-
ning currents as large as 60kA can be greater than 80% provided that the
earthing resistance be kept low.
It is clear to observe that earthing resistance plays a vital role in the per-
formance of transmission towers against backflashover. It should also be
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noted that the rotation of the arcing horns causes a change in the current
amplitude required to cause flashover and the corresponding probabilities of
lightning occurrence.
With respect to the effect on the insulation co-ordination, voltages arriv-
ing at the transformer were therefore not be in direct danger of causing
damage to the insulation as the BIL of the transformer exceed the over-
voltages. Even in the worst case scenario with a ground resistance 30Ω and
lightning current impulse of I = 66kA the maximum overvoltage reaching the
terminals of the transformer was approximately 300kV. The surge arresters
installed in the model performed the role of suppressing the overvoltages
reaching the transformer by diverting the current to ground, despite the
induced overvoltages on the phase conductors being less than those in the
event of a shielding failure.
It can also be noted that at a rotation of 90◦ the V-t curve possesses a CFO






The findings and conclusions of the dissertation are summarised and recom-
mendations for future work are given.
The culmination of the results allows for a number of conclusions to be
drawn of which all lead to a better understanding of both the theoretical in-
sulation model and the laboratory flashover experiment with rotated arcing
horns fitted onto insulators. To summarise, the following conclusions are
drawn:
• Arcing horns are fitted to protect the integrity of the insulator core,
sheds as well as end fittings. They also could be seen to perform a role
in insulation co-ordination.
• When rotated in the laboratory, the dry arc distance varied and re-
sulted in higher CFO voltages. When the rotation reached 90◦, flashover
occurred to the end fitting of the insulator instead of the opposing arc-
ing horn.
• For both insulators the CFO voltages for the negative polarity impulse
were higher; this can be attributed to the different development of the
respective avalanches found in [29].
• The breakdown mechanism between rotated arcing horns is not one
that has had much investigation. Current literature only provides
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integration methods which deal mainly with gaps over 1m in length
and are, according to [18], not always completely accurate with errors
of up to 20%.
• In both cases, the positive and negative impulses recorded higher level
of U50 voltages when comparing to both the theoretical LPM method
as well as the sparkover voltage for gaps less than 1 metre. This can
possibly be attributed to a number of factors such as the insulator
effecting the distribution of the electric field and therefore influencing
the point of breakdown. Pagini et al [18] does not consider the use of
insulators in the development of the leader progression model.
• The CFO voltages for a single arcing horn setup corresponded closely
to the CFO voltage for the rotated 90◦ setup despite the dry arcing
distance between the both the arcing horn and the end fitting being
the same after 60◦ as illustrated in Figure 4.12. This difference could
be attributed to the nature of the surfaces involved and the resulting
formation of the avalanche. Thus, the impact of the rotation is not
felt after 90◦.
• A similarity existed in the results recorded from the leader progression
model and the equation from literature for gaps less than 1m. A
multiplicative factor was introduced in an attempt to nullify the effect
of the insulator in the disturbance of the electric field distribution.
• The insulation co-ordination study illustrated sensitivity of rotation
on the value of earth resistance as well as the subsequent theoretical
protection of the system under external lightning overvoltage condi-
tions.
• Increased rotation lead to a decrease in the number of backflashovers
on a 100km line in a year in the greater Durban area provided the earth
resistance remained constant. This was due to an increased lightning
current required to cause breakdown in the gap.
• Rotated arcing horns can pose a problem for insulation co-ordination
as the CFO for a 90◦ gap encroaches on the BIL of the transformer.
It is therefore necessary to have surge arresters as a source of back up
protection.
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• Arcing horn rotation does not call for immediate replacement or in-
spection for that matter. The rotated arrangement allows for a greater
system protection by increasing the CFO of the spark gap through its
own volt-time curve shift and thereby decreases the BFO rate of the
system and the consequential earth faults.
5.1 Recommendations for future work
Future work could include a more detailed simulation perhaps using more
than one integration method for comparison in order to fully validate the
laboratory results for both polarities of impulse. Repeated experimental
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Appendix
A MATLAB CODE : Leader Progression Model
1 f unc t i on [ f l a s h ]= l e a d e r l e n g t h v a r i a b l e g a p ( voltageA ,
voltageB , voltageC , time )
2 f l a s h =0;
3
4 l A =0; %l e a d e r l ength i n i t i a l l y zero f o r a r c ing horn
d i s t anc e
5 l C =0;
6 l B =0;
7 f p r i n t f ( ’ \n ’ ) ;
8 E= 500 ;%C r i t i c a l Air Breakdown
9 dt = time (2 , 1 )−time (1 , 1 ) ; %time step
10 v LA = ze ro s ( s i z e ( voltageA ) ) ;
11 v LB = ze ro s ( s i z e ( voltageB ) ) ;
12 v LC = ze ro s ( s i z e ( voltageC ) ) ;
13 l lA= ze ro s ( s i z e ( voltageA ) ) ; %length o f leaderA
14 l lC= ze ro s ( s i z e ( voltageC ) ) ; %length o f leaderC
15 l lB= ze ro s ( s i z e ( voltageB ) ) ; %length o f leaderB
16 %h= 1 . 0 3 0 ; %132kV INITIAL GAP
17 %r= 0 . 4 0 5 ; %132kV arc ing horn r a d i i
18 %h = 0 . 1 5 3 5 ; %22kV i n i t i a l spac ing
19 %r = 0 . 2 0 7 1 ; %22kV ARCING HORN r a d i i
20 h = 0.42 ; %88kV i n i t i a l gap spac ing




23 %degree s = 0 : 1 : 1 8 0 ;
24 %s = ze ro s (1 , s i z e ( degree s ) ) ;
25
26 %j= 1 ; %incrementa l v a r i a b l e to he lp s t o r e l ength o f
gap
27 %a = −1;
28 c =0;
29 f =0;
30 e = 0 ;
31 f lashA = 0 ;
32 f l a shB = 0 ;
33 f l a shC = 0 ;
34
35 f o r b=180:−1:0 %changing the gap s i z e from l a r g e s t to
s m a l l e s t
36
37 %( ignored f o r now)
38 %i f f l a s h ==1
39 %f p r i n t f ( ’ Distance f o r f l a s h o v e r occurence i s d =
%.2fm .\n\nThe ang le at which i t took p lace i s b




43 x= h ;
44 y = r−r ∗ cosd (b) ;
45 z = r ∗ s ind (b) ;
46
47 d= s q r t ( xˆ2+yˆ2+z ˆ2) ; %s e t t i n g a r c ing horn gap
48
49 %( ignore )
50 %s (1 , j ) = d ;
51 %j = j+1 ;
52 %a = a +1;
53
A2
54 l A =0; %l e a d e r l ength i n i t i a l l y zero f o r s e t a r c ing
horn d i s t anc e
55 l C =0;
56 l B =0;
57
58 f o r k= 1 : l ength ( time ) %check us ing vo l tage array
whether back f l a shove r w i l l occur
59 x 1 = d−l A ; %s e t d i s t anc e l e a d e r / streamer must
s t i l l p rog r e s s
60 x 2 = d−l C ;
61 x 3 = d−l B ;
62
63 %x= vo l tage2 (k , 1 )
64 v leaderA =10ˆ3∗d ∗ ( ( ( abs ( voltageA (k , 1 ) /1000) . / x 1 )−E) )
; %determining v l eade r v e l o c i t y us ing i t e r a t i v e
p roce s s
65 v leaderC =10ˆ3∗d ∗ ( ( ( abs ( voltageC (k , 1 ) /1000) . / x 2 )−E) )
;
66 v leaderB =10ˆ3∗d ∗ ( ( ( abs ( voltageB (k , 1 ) /1000) . / x 3 )−E) )
;
67 %dt=time ( k+1)−time ( k ) ;
68
69 %v LA(k , 1 ) = v leaderA ;
70 %v LB (k , 1 ) = v leaderB ;
71 %v LC (k , 1 ) = v leaderC ;
72
73 i f v leaderA > 0 % l e a d e r cannot p rog r e s s i f c r i t i c a l
E−Fie ld i s not exceeded
74 l A =l A+abs ( v leaderA ) ∗dt ; %increment l e a d e r d i s t anc e
75
76 i f f lashA == 0
77 l lA (k , 1 )=l A ;
78 v LA(k , 1 ) = v leaderA ;%s t o r e in an array
79 end
80
81 i f l A > d %when l e a d e r b r idge s the gap
A3
82 f lashA = 1 ;
83 i f c== 0 %f i n d the f i r s t po int at which
back f l a shove r i s r e a l i s e d on phase A
84 f p r i n t f ( ’ Phase A FO occurs at %d degree s and
vo l tage %d in a time o f %d \n ’ , b , voltageA (k
, 1 ) , time (k , 1 ) )








93 i f v leaderC > 0 % l e a d e r cannot p rog r e s s i f c r i t i c a l
E−Fie ld i s not exceeded
94 l C =l C+abs ( v leaderC ) ∗dt ;
95
96 i f f l a shC == 0
97 l lC (k , 1 )=l C ;
98 v LC (k , 1 ) = v leaderC ;
99 end
100
101 i f l C > d
102 f l a shC = 1 ;
103 i f f== 0
104 f p r i n t f ( ’ Phase C FO occurs at %d degree s and
vo l tage %d in a time o f %d \n ’ , b , voltageC (k
, 1 ) , time (k , 1 ) )





110 i f v l eaderB > 0 % l e a d e r cannot p rog r e s s i f c r i t i c a l
E−Fie ld i s not exceeded
A4
111 l B =l B+abs ( v leaderB ) ∗dt ;
112
113 i f f l a shB == 0
114 l lB (k , 1 )=l B ;
115 v LB (k , 1 ) = v leaderB ;
116 end
117
118 i f l B > d
119 f l a shB = 1 ;
120 i f e== 0
121 e = 1 ;
122 f p r i n t f ( ’ Phase B FO occurs at %d degree s and
vo l tage %d in a time o f %d \n ’ , b , voltageB (k





127 i f f lashA ==1 | | f l a shB ==1 | | f l a shC ==1 % check
whether l ength o f l e a d e r exceeds l ength o f
i n s u l a t o r
128
129 f l a s h =1;
130 end
131
132 end %end vo l tage loop check
133
134
135 end %end d i s t anc e loop change
136
137 f p r i n t f ( ’ \n ’ ) ;
138 i f f l a s h == 0
139 di sp ( [ ’ I n s u l a t o r f l a s h o v e r has not occured ’ , 1 0 ] )
140 end
141
142 f i g u r e (1 )
A5
143 p lo t ( time , v LA , ’ r ’ ) , t i t l e ( ’ Ve loc i ty o f Leader A vs
time ’ ) , x l a b e l ( ’ time ( s ) ’ ) , y l a b e l ( ’ Leader Ve loc i ty (m.
s ˆ(−1) ) ’ ) , g r i d ;
144
145 f i g u r e (2 )
146 p lo t ( time , v LB , ’ r ’ ) , t i t l e ( ’ Ve loc i ty o f Leader B vs
time ’ ) , x l a b e l ( ’ time ( s ) ’ ) , y l a b e l ( ’ Leader Ve loc i ty (m.
s ˆ(−1) ) ’ ) , g r i d ;
147
148 f i g u r e (3 )
149 p lo t ( time , v LC , ’ r ’ ) , t i t l e ( ’ Ve loc i ty o f Leader C vs
time ’ ) , x l a b e l ( ’ time ( s ) ’ ) , y l a b e l ( ’ Leader Ve loc i ty (m.
s ˆ(−1) ) ’ ) , g r i d ;
150
151 f i g u r e (4 )
152 p lo t ( time , l lA , ’m’ ) , t i t l e ( ’ Length o f Leader A vs time ’ )
, x l a b e l ( ’ time ( s ) ’ ) , y l a b e l ( ’ Leader Length (m) ’ ) , g r i d ;
%p l o t t i n g l ength o f l e a d e r vs . time
153
154 f i g u r e (5 )
155 p lo t ( time , l lB , ’b ’ ) , t i t l e ( ’ Length o f Leader B vs time ’ )
, x l a b e l ( ’ time ( s ) ’ ) , y l a b e l ( ’ Leader Length (m) ’ ) , g r i d ;
156
157 f i g u r e (6 )
158 p lo t ( time , l lC , ’ c ’ ) , t i t l e ( ’ Length o f Leader C vs time ’ )
, x l a b e l ( ’ time ( s ) ’ ) , y l a b e l ( ’ Leader Length (m) ’ ) , g r i d ;
A6
B Drawings
Figure A1: Insulator layout as seen in the eThekwini Municipality drawings
A7
Figure A2: 132kV tower dimensions
A8
C Table of rod-rod gap voltages
Figure A3: IEEE 4 standard of rod-rod gap CFO voltages
A9













C = 100×41.584 = 252.53pF
V10 = 311kV for 8/20µs @ 10kA
VSS = 272kV for 30/60µs @ 2kA
E Sample Calculations - Ns




10 = 112 flashes/100km/year
BFOrate = 0.6× (112)× (0.23) = 15.456 ≈ 16 flashes/100km/year
A10
F U50 testing sample
Figure A4: Excel excerpt of an up-down test result
Figure A5: Excel excerpt of U50 results
A11
